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(2) Hardcopy. The designated rep-
resentative shall submit all of the 
hardcopy information required under 
§ 75.53 to the appropriate EPA Regional 
Office and the appropriate State and/or 
local air pollution control agency prior 
to initial certification. Thereafter, the 
designated representative shall submit 
hardcopy information only if that por-
tion of the monitoring plan is revised. 
The designated representative shall 
submit the required hardcopy informa-
tion as follows: no later than 21 days 
prior to the initial certification test; 
with any certification or recertifi-
cation application, if a hardcopy moni-
toring plan change is associated with 
the certification or recertification 
event; and within 30 days of any other 
event with which a hardcopy moni-
toring plan change is associated, pursu-
ant to § 75.53(b). Electronic submittal of 
all monitoring plan information, in-
cluding hardcopy portions, is permis-
sible provided that a paper copy of the 
hardcopy portions can be furnished 
upon request. 

(b) Contents. Monitoring plans shall 
contain the information specified in 
§ 75.53 of this part. 

(c) Format. The designated represent-
ative shall submit each monitoring 
plan in a format specified by the Ad-
ministrator. 

[58 FR 3701, Jan. 11, 1993, as amended at 60 
FR 26539, May 17, 1995; 64 FR 28621, May 26, 
1999; 67 FR 40443, June 12, 2002; 73 FR 4356, 
Jan. 24, 2008] 

§ 75.63 Initial certification or recertifi-
cation application. 

(a) Submission. The designated rep-
resentative for an affected unit or a 
combustion source shall submit appli-
cations and reports as follows: 

(1) Initial certifications. (i) For CEM 
systems or excepted monitoring sys-
tems under appendix D or E to this 
part, within 45 days after completing 
all initial certification tests, submit: 

(A) To the Administrator, the elec-
tronic information required by para-
graph (b)(1) of this section. Except for 
subpart E applications for alternative 
monitoring systems or unless specifi-
cally requested by the Administrator, 
do not submit a hardcopy of the test 
data and results to the Administrator. 

(B) To the applicable EPA Regional 
Office and the appropriate State and/or 
local air pollution control agency, the 
hardcopy information required by para-
graph (b)(2) of this section. 

(ii) For units for which the owner or 
operator is applying for certification 
approval of the optional excepted 
methodology under § 75.19 for low mass 
emissions units, submit, no later than 
45 days prior to commencing use of the 
methodology: 

(A) To the Administrator, the elec-
tronic low mass emission qualification 
information required by § 75.53(f)(5)(i) 
or § 75.53(h)(4)(i) (as applicable) and 
paragraph (b)(1)(i) of this section; and 

(B) To the applicable EPA Regional 
Office and appropriate State and/or 
local air pollution control agency, the 
hardcopy information required by 
§ 75.19(a)(2) and § 75.53(f)(5)(ii) or 
§ 75.53(h)(4)(ii) (as applicable), the 
hardcopy results of any appendix E (of 
this part) tests or any CEMS data anal-
ysis used to derive a fuel-and-unit-spe-
cific default NOX emission rate. 

(2) Recertifications and diagnostic test-
ing. (i) Within 45 days after completing 
all recertification tests under § 75.20(b), 
submit to the Administrator the elec-
tronic information required by para-
graph (b)(1) of this section. Except for 
subpart E applications for alternative 
monitoring systems or unless specifi-
cally requested by the Administrator, 
do not submit a hardcopy of the test 
data and results to the Administrator. 

(ii) Within 45 days after completing 
all recertification tests under § 75.20(b), 
submit the hardcopy information re-
quired by paragraph (b)(2) of this sec-
tion to the applicable EPA Regional 
Office and the appropriate State and/or 
local air pollution control agency. The 
applicable EPA Regional Office or ap-
propriate State or local air pollution 
control agency may waive the require-
ment to provide hardcopy recertifi-
cation test and data results. The appli-
cable EPA Regional Office or the ap-
propriate State or local air pollution 
control agency may also discontinue 
the waiver and reinstate the require-
ment of this paragraph to provide a 
hardcopy report of the recertification 
test data and results. 

(iii) Notwithstanding the require-
ments of paragraphs (a)(2)(i) and 
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(a)(2)(ii) of this section, for an event 
for which the Administrator deter-
mines that only diagnostic tests (see 
§ 75.20(b)) are required rather than re-
certification testing, no hardcopy sub-
mittal is required; however, the results 
of all diagnostic test(s) shall be sub-
mitted prior to or concurrent with the 
electronic quarterly report required 
under § 75.64. Notwithstanding the re-
quirement of § 75.59(e), for DAHS (miss-
ing data and formula) verifications, no 
hardcopy submittal is required; the 
owner or operator shall keep these test 
results on-site in a format suitable for 
inspection. 

(b) Contents. Each application for ini-
tial certification or recertification 
shall contain the following informa-
tion, as applicable: 

(1) Electronic. (i) A complete, up-to- 
date version of the electronic portion 
of the monitoring plan, according to 
§ 75.53(e) and (f), in the format specified 
in § 75.62(c). 

(ii) The results of the test(s) required 
by § 75.20, including the type of test 
conducted, testing date, information 
required by § 75.59, and the results of 
any failed tests that affect data valida-
tion. 

(2) Hardcopy. (i) Any changed por-
tions of the hardcopy monitoring plan 
information required under § 75.53(e) 
and (f). Electronic submittal of all 
monitoring plan information, including 
the hardcopy portions, is permissible, 
provided that a paper copy can be fur-
nished upon request. 

(ii) The results of the test(s) required 
by § 75.20, including the type of test 
conducted, testing date, information 
required by § 75.59(a)(9), and the results 
of any failed tests that affect data vali-
dation. 

(iii) [Reserved] 
(iv) Designated representative signa-

ture certifying the accuracy of the sub-
mission. 

(c) Format. The electronic portion of 
each certification or recertification ap-
plication shall be submitted in a for-
mat to be specified by the Adminis-
trator. The hardcopy test results shall 
be submitted in a format suitable for 

review and shall include the informa-
tion in § 75.59(a)(9). 

[64 FR 28621, May 26, 1999, as amended at 67 
FR 40443, June 12, 2002; 73 FR 4357, Jan. 24, 
2008] 

§ 75.64 Quarterly reports. 
(a) Electronic submission. The des-

ignated representative for an affected 
unit shall electronically report the 
data and information in paragraphs (a), 
(b), and (c) of this section to the Ad-
ministrator quarterly, beginning with 
the data from the earlier of the cal-
endar quarter corresponding to the 
date of provisional certification or the 
calendar quarter corresponding to the 
relevant deadline for initial certifi-
cation in § 75.4(a), (b), or (c). The initial 
quarterly report shall contain hourly 
data beginning with the hour of provi-
sional certification or the hour cor-
responding to the relevant certifi-
cation deadline, whichever is earlier. 
For an affected unit subject to § 75.4(d) 
that is shutdown on the relevant com-
pliance date in § 75.4(a) or has been 
placed in long-term cold storage (as de-
fined in § 72.2 of this chapter), quarterly 
reports are not required. In such cases, 
the owner or operator shall submit 
quarterly reports for the unit begin-
ning with the data from the quarter in 
which the unit recommences commer-
cial operation (where the initial quar-
terly report contains hourly data be-
ginning with the first hour of recom-
menced commercial operation of the 
unit). For units placed into long-term 
cold storage during a reporting quar-
ter, the exemption from submitting 
quarterly reports begins with the cal-
endar quarter following the date that 
the unit is placed into long-term cold 
storage. For any provisionally-certified 
monitoring system, § 75.20(a)(3) shall 
apply for initial certifications, and 
§ 75.20(b)(5) shall apply for recertifi-
cations. Each electronic report must be 
submitted to the Administrator within 
30 days following the end of each cal-
endar quarter. Prior to January 1, 2008, 
each electronic report shall include for 
each affected unit (or group of units 
using a common stack), the informa-
tion provided in paragraphs (a)(1), 
(a)(2), and (a)(8) through (a)(15) of this 
section. During the time period of Jan-
uary 1, 2008 to January 1, 2009, each 
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